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Bureaucratic Affairs Building Heating Hot Water System (BA-1-HWS) Hot Water Heat Exchanger Control
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1. Coordinate address during submittal review the the project specific hardware requirements and network architecture.
2. Tune during the Cx process for stable operation under all operating conditions.

HHW Hx 
Control

3. The design intent is for this to be a PI loop unless field experience indicates that the derivative function is required or desirable.
4. Maintain the last command when the control process shuts down
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STHX-1-LWTNote 1 AI

170°FSTHX-1-LWT-SP COA

Note 4STHX-1-LWT-OFF COA

Note 2STHX-1-LWT-PG COA

Note 2STHX-1-LWT-IG COA

Note 3STHX-1-LWT-DG COA

HWPMP-1-DPSWNote 1 DI

HWPMP-2-DPSWNote 1 DI

HWPMP-1-DPSW

HWPMP-2-DPSW

STMVLV-CMD Note 1AO
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