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Hijend Hotel CHW System Diagram
Sheet 1

As Installed 
System Diagram
• 75% load

1,650 gpm,
54.0°F

1,650 gpm,
42.0°F

2,200 gpm,
42.0°F

2,200 gpm,
51.0°F

550 gpm,
42.0°F

1,100 gpm


