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hp (Typical)
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40 hp
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42.5 gpm 
from 
42.0°F to 
54°F, 9.8 
ft.w.c. Δ p, 
22.1 tons

1,100 gpm 
from 
54.0°F to 
42.0°F, 
9.8 ft.w.c. 
Δp, 309 
kW
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